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See attached for approximate layouts in room.  Substation 5 is located in zone 9 as shown on plans, reference civil sheets for location.See attached for approximate layouts in room. Emergency switchboard B, see EC-001 Electrical site plan for location.
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RFI03 Emergency Switchboard BRFI03 Substation 5
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